Notes:

1. Dimensions are shown in millimetres and may be altered to suit particular circumstances but outlets and associated blank caps must not protrude beyond barriers.
2. Position hydrant clear of posts to provide working space at outlets. Minimum distance between a lighting column & a fire hydrant is 1.5m.