PUBLIC LIGHTING DRAW-PIT DETAILS
(SHEET 2 OF 2)

NOTES:
1. ALL DIMENSIONS ARE IN MILLIMETRES.
2. THIS DRAWING SHOULD BE READ IN CONJUNCTION WITH DRAWING NO. HLDSDGE01-CL0025.

COVER TO BE FILLED WITH GRADE 30/20 CONCRETE ON SITE BY INSTALLER

REINFORCEMENT MESH
B.S. REF. NO. C283

REINFORCING BARS
WELDED ALL ROUND TO ANGLE FOR EVERY ALTERNATE BAR

15 DIA. DRAIN HOLE
ENGRAVED LETTER - HEIGHT = 100

15 mm DRAIN HOLE
M.S. PRESSED ANGLE
THICKNESS 3 mm

KEY HOLE

DETAIL X

M.S. ROD

ELEVATION

SIDE VIEW

PLAN

SECTION Z-Z

PLANT OF COVER