Both End View

Front View
(Control Cubicle Cover Removed For Clarity)

Sectional Side View

Front View

Side View

Plan
(Control Cubicle with Cover Removed)

Notes:
1. All dimensions are in millimeters.
2. This drawing should read in conjunction with drawing no. HLDSDML06-CL1021B.
3. All exposed cables, either incoming or outgoing, shall be accommodated in G.I. cable ducts to the satisfaction of the Engineer.
4. The supporting pole shall be of at least 130mm diameter GI pipe with at least 1000mm planting depth unless proposed otherwise by the contractor.
5. The height of bottom of the pole-mounted controller shall be set at 2m above ground level.

Public Lighting Fibre Glass
Pole-Mounted Control Cubicle
(Sheet 1 of 2)